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1. ALL DIMENSIONS ARE EXPRESSED IN MILLIMETERS & ELEVATIONS IN METERS

2. THE ROOF, THE WALLS AND ELEVATED FLOOR OF THE BUILDING SHALL PROVIDE TWO HOURS FIRE RESISTANCE

3. THE STAIRCASES SHALL BE PROVIDED OF EMERGENCY LIGHTING.

4. ALL DIMENSIONS ARE REFERRED TO ROUGH SURFACES

5. ELECTRICAL/INSTRUMENT EQUIPMENT & CHANNEL LAYOUT ARRANGEMENT ARE INDICATIVE. REFER TO

ELECTRICAL/INSTRUMENT DRAWINGS

6.  THIS DRAWING IS VALID ONLY FOR SUBCONTRACTOR SYSTEM AND FINISHING DETAILED DESIGN,  MATERIAL

 SELECTION AND FOR BUILDING PERMIT

7. FOUNDATION DIMENSIONS AND LAYOUT TO BE VALIDATED THROUGH GEOTECHNICAL REPORT AND STRUCTURAL

CALCULATIONS

8. FOR APPLICABLE FIRE AND SMOKE CLASSES PLEASE REFER TO THE INTEGRAAL PLAN BRANDBEVEILIGHEID

9. CAPILLARY ASCENT CAN BE AVOIDED THROUGH A STRATIFICATION OF MATERIAL WITH DIVERSE GRANULOMETRY. THE

STEDIN IS A PREFABRICATED BUILDING, THE INSULATED COMPONENTS WILL BE ASSEMBLED ON SITE TO AVOID

THERMAL BRIDGES.
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